Kansas Department of Hedlth and Environment
Proposed Amended Regulation

Article 15. Application for Permits, Domestic Water Supply

28-15-18. Operation and maintenance requirements. (a)-Alt Each person who operates a

public water supply systems system shdl be ensure that the system is operated, maintained, and

supervised by certified personnd in accordance with K.S.A. 65-4501 te through K.SA. 65-4517 and

the amendments to-these-statttes thereto.
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ey Afteommunity Each person who operates a public water sysems supply sysem and-any

shdl immediady naotify the

department and responsible local officials of a any Stuation with the water system, including amaor
breakdown or serious loss of water service, whieh that presents or may could present an imminent and
subgtantial endangerment to hedth.

te)(c) AH Each person who operates a community water systems supply system shal prepare
an emergency operations plan to safeguard the water supply for the protection of the public if natura or
man-made disasters occur. Emergency operation plans shall be submitted to the dlepartment secretary

for review and congderation for approval based on the secretary’ s assessment of whether the plan

would safeguard the water supply.

H(d) Newly congtructed or repaired water distribution mains and finished water storage

facilities shal be flushed and disinfected before use
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department.

fe)(e) AH Each community water systerns supply system shal be operated and maintained to
provide aminimum positive pressure of 20 psi (140 kN/n¥) throughout the distribution system except
under extraordinary conditions steh-as induding unusud pesk fire flow demand e and mgor
digtribution system bregks.

h)(f) AH Each person who operatesa community water systems supply system and ary each

person who operates a high risk non-community systerms system designated by the department shall
have aregular program-approved-by-the-department; for the detection and elimination of cross-
connections and prevention of backflow and backsphonage.

(q) All finished water reservoirs shal be covered by a permanent protective materid and
shdl be adeguatety vented and screened.

h(h) Freatmentchemieats Public water supply systern components and protective coatings

exposedHo in contact with water intended for public consumption,_and chemicals used in the treatment

of water, shdl be used enty-t-approved-by-the-department to ensure the protection of public hedth and
the environment.

(i) _Each person who operates a_public water supply system shall respond in writing no later

than 45 days after receipt of a sanitary survey report describing how and on what schedule the system

will address dgnificant deficencies identified in the survey. (Authorized by K.S.A. 65-171m; ane

implementing K.SA. 65-1#m 65-171h; effective May 1, 1982; amended P- )




